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ITEM #1010060A – CLEAN EXISTING CONCRETE HANDHOLE

DESCRIPTION: Under this item the Contractor shall clean all debris from an existing concrete handhole where shown on the plans or as directed. 

CONSTRUCTION METHODS: The Contractor shall remove all sand, silt and other debris from within an existing concrete handhole where shown on the plans or as directed. Debris shall be removed to a level of 12” below the incoming electrical conduit.  Removed debris shall be properly disposed of by the Contractor.  Where new conductors are to be installed in existing rigid metal conduit entering the handhole, the Contractor shall remove the old insulated bonding bushing from the end of each conduit and install a new insulated bounding bushing. 

METHOD OF MEASUREMENT: This work will be measured for payment by the number of concrete handholes cleaned, complete and accepted.

BASES OF PAYMENT: This work will be paid for at the contract unit price each for "Clean Existing Concrete Handhole", which price shall include the removal and disposal of debris from handhole, removal of existing bonding bushings, furnishing and installing new insulated bonding bushings, and all equipment and work incidental thereto.    
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